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IDENTIFICATION OF GENERALIZED LINEAR LOAD IN THREE-PHASE 
THREE-WIRE NETWORK IN THE PROBLEM OF THE DISTRIBUTION OF ACTUAL 
CONTRIBUTIONS AT THE POINT OF COMMON COUPLING 
 
Purpose. To perform structural and parametric identification of generalized load equivalent circuit of three-phase three-wire load 
in the network in the space of phase components. Methodology. Underlying structural identification methods are matrix analysis 
of electrical circuits. Parametric identification is based on the basic laws of electrical engineering. Results. The structure of a 
generalized load equivalent circuit is composed in three independent nodes. An approximate method for determining its parame-
ters is proposed. The estimation error determination undistorted and distorted parts of the parameters of generalized load equiva-
lent circuit. Originality. Approximate determination of equivalent circuit parameters are based on the results of a single meas-
urement of voltages and phase currents. Practical value. The proposed replacement structure and a method for determining its 
parameters of the circuit can be used in the problem of the distribution of actual contributions at the point of common coupling. 
References 7, tables 1, figures 4. 
Key words: equivalent circuit of linear generalized load, actual contribution, point of common coupling. 
 
На основе матричного метода анализа электрических цепей определена структура эквивалентной схемы замещения 
обобщенной нагрузки. Предложен способ приближенного определения параметров эквивалентной схемы замещения 
обобщенной нагрузки. Выполнен анализ ошибок приближенного определения параметров эквивалентной схемы заме-
щения обобщенной нагрузки применительно к задаче распределения фактических вкладов в точке общего присоедине-
ния. Библ. 7, табл. 1, рис. 4. 
Ключевые слова: эквивалентная схема замещения линейной обобщенной нагрузки, фактический вклад, точка общего 
присоединения. 
 
Introduction. The asymmetry and deviation of 
voltages is one of the main characteristics of electric 
power, which in most cases do not meet its quality [1]. 
Consequences of electrical consumption and lower 
quality of transmission power are well known [2], and, 
ultimately, to reduce financial losses [3]. Determina-
tion of the actual contributions to the reduction of elec-
tric power quality at the point of common coupling 
(PCC) is a solution of the problem of the distribution 
of compensation for economic loss to the injured party 
by all electricity market participants. 
Problem definition. Existing methods for the distri-
bution of actual contributions [4], irrespective of the im-
plementation of the selected mathematical space, have a 
common problem. It is an adequate representation and 
parameterization of the generalized equivalent circuit 
load. So, in the space of generalized symmetrical compo-
nents are load in the form of a set of current source or 
EMF with its resistance, which corresponds to the Norton 
or Tevenen equivalent circuits. In the space of phase 
components can restrict passive elements, where a clear 
opinion on the equivalent circuit of the structure in rela-
tion to the actual distribution of the contributions is not 
the problem. At asymmetrical load using the method of 
symmetrical components does not give any advantages 
over the phase space components. On this basis, the paper 
discusses the definition of the structure and parameters of 
equivalent circuit linear distorting the generalized three-
phase three-wire load in networks within the space of 
phase components. 
The goal of investigations is to develop an ap-
proach for generalized linear identification in three-phase 
three-wire load in the network within the space of phase 
components for task allocation of actual contributions to 
the current of common coupling. 
Results of investigations. We consider the power 
supply system (PSS) with a dedicated load relatively PCC 
which made measurement of indicators of quality of elec-
tric energy (Fig. 1,a). We assume that all the elements of 
the electric power system and electric energy receivers 
generalized stress can cause only linear (sinusoidal) volt-
age distortion. Then, the equivalent circuit can be repre-
sented PSS such as active and passive elements connec-
tion (Fig. 1,b). In addition, we take the assumption of 
neglecting the mutual impedance and conductivity of in-
dividual PSS components. 
According to the method of nodal potentials the total 
equivalent circuit of power system and the generalized 
load described by the following matrix equation: 
b
a
b
a
bbba
abaa
J
J
Ф
Ф
YY
YY  ,                      (1) 
where a is the serial number of the last node from the side 
of the equivalent circuit of power system; 
b is the number of independent nodes in the overall 
equivalent scheme of the electric power system and the 
generalized load. 
The solution of equation (1) relative the sub-matrix 
aФ in the absence of active elements in the equivalent 
circuit of the generalized load is as follows:   aaeqaa JФYY  ,                       (2) 
where eqY  is matrix of nodal conductivities of equivalent 
generalized load which characterizes the structure of its 
equivalent circuit. 
The matrix eqY  is determined as follows: 
babbabeq YYYY  1 .                          (3) 
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Fig. 1. Power supply system: a – structural circuit relative PCC; 
b – schematic diagram of the replacement of the power system 
and the generalized load 
 
A feature of the matrix eqY in our case is that all the 
elements in it, except for the block elements of the dimen-
sion [33], zero. This implies that an equivalent substitu-
tion of generalized load circuit must have three independ-
ent node. This condition corresponds to the structure of 
the equivalent circuit shown in Fig. 2. 
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Fig. 2. Structure of the equivalent circuit of the generalized load 
 
Let us consider a problem of the determination of 
the generalized load equivalent circuit parameters. Initial 
data are measured in the PCC phase currents ( AI , BI  
and CI ) and linear voltages ( ABU , BCU and ACU ). 
Parameters of the equivalent circuit and measured 
mode parameters are interconnected as follows: 





.0
;0
BACBCBCABBA
AACACBCABAB
IYYUYU
IYUYYU
         (4) 
The system (4) consisting of two linear algebraic 
equations and containing three unknowns ( ABY , BCY  and 
ACY ) is uncertain and joint. Its general solution has the 
form   



.
;
BCACACCBC
ABACACAAB
UYUIY
UYUIY
               (5) 
To determine unknown conductivities ABY , BCY  
and ACY  it is possible to resort to a redefinition of the 
system (5) by the use of two independent data, for exam-
ple, successive measurements. Applying the least squares 
method to such a system of equations, unknown conduc-
tivity will be determined as follows: 
    IUUUY TT 1 ,                             (6) 
где U is the matrix of measured voltages; I  is the col-
umn matrix of measured currents; 

Y  is the column ma-
trix of unknown conductivities. 
Using the above approach determine the unknown 
conductivities requires compliance with the following 
conditions. Measured parameters mode must display two 
different PSS condition caused by changes only from the 
electric power system. From a practical point of view, this 
situation is unlikely in PSS so many researchers, for ex-
ample, [5, 6], propose to conduct active experiment based 
on forced switching capacitor banks in the PCC. Taking 
into account the method of measuring the parameters of 
electrical energy quality, where the minimum measure-
ment interval mode settings begins with 0.2 s this ap-
proach is unacceptable. In addition, the results of mathe-
matical modeling show high sensitivity of the solution (6) 
to minor changes in the state of generalized load, as well 
as the magnitude of the disturbance from the power sys-
tem. As a consequence, an adequate definition of the 
equivalent circuit parameters of the generalized load ac-
cording to the expression (6) in a real operation is not 
technically feasible. 
We consider the possibility of determining the ap-
proximate equivalent circuit parameters of the generalized 
load. For this purpose, we turn to its equivalent circuit 
represented as a star connection of elements (Fig. 3). 
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Fig. 3. Equivalent circuit of the generalized load 
with star connection of elements 
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The considered equivalent circuit with four nodes is 
the described by the following system of three equations: 






.
;
;
CCC
BBB
AAA
IYU
IYU
IYU
                             (7) 
As it is known, an accurate measurement of the 
phase voltages of three-phase three-wire in the networks 
due to a physical lack of a neutral point, generally can not 
be performed. Therefore, for an approximate determina-
tion of the phase voltages use the measured values of the 
line voltages:  









,
;
;3302
30
1
BCBC
ABAB
j
AB
j
ABA
UUU
UUU
eUeUU
       (8) 
where 1ABU  and 2ABU  are the linear voltages  of direct 
and inverse sequences, respectively. 
The error of the determination of phase voltages for 
the equivalent circuit of Fig. 3 will be determined by the 
difference of exact N  and approximate   3  CBA UUU  values of potentials of the point N 
(Fig. 4):   3  CBAN UUU .                     (9) 
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Fig. 4. Exact and approximate values of phase voltages for the 
equivalent circuit of the generalized load with star connection of 
elements (Fig. 3) 
 
So, approximate values of conductivities AY , BY  
and CY , calculated by (7) taking into account (8) con-
nected with their exact values by the following equality: 
  phphphph UYYY  ,                  (10) 
where the symbol “ph” corresponds to phase А, В or С. 
To solve the problem of the distribution of phase 
values the basic is dividing of the equivalent circuit into 
nondisturbing and disturbing parts. Here, from the point 
of view of phase conductivities determination, the most 
sensitive for this dividing are nondisturbing and disturb-
ing parts used for the phase values determination by the 
voltage asymmetry:   





.
;3
nondis
phph
dis
ph
CBA
nondis
ph
YYY
YYYY
               (11) 
From here, we conduct analysis of error of determi-
nation of nondisturbing and disturbing parts of the gener-
alized load equivalent circuit parameters for two charac-
terized cases when on buses of balanced and nonbalanced 
loads there is asymmetric voltage. 
At the balanced load with asymmetric voltage errors 
of determination of nondisphY  and 
dis
phY  are: 



  
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phnondis
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Y
Y 111
3

 ;        (12) 



  
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Y
UYY 111
3
  . (13) 
We simplify the factor 


  
CBА UUU
111  assuming 
that   112  АА UU : 
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    (14) 
Then, taking into account (14) the approximate 
value of nondisphY  is: 
 212


А
А
ph
nondis
ph
U
U
YY  .             (15) 
Taking into account that factor  212  АА UU  in two 
order reduces the result of product phY  в (15), the 
value of error nondisphY  can be considered as tending to 
zero. For example, at   equal to 10 % of the direct se-
quence phase value module ( 1АU ) and 

2АU  equal to 4 
% of  21АU  the error of determination nondisphY  of bal-
anced load will have order of phY 004,0  which corre-
sponds in relative units to –0.4 %.  
Error disphY  taking into account (14) will be ap-
proximately determined as follows: 
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  





 

 2
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А
А
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U
U
U
YY  .                (16) 
Taking into account that  212  АА UU  is the value 
of the second order with respect to phU1 , we can write: 

ph
ph
dis
ph U
YY
 .                         (17) 
From (17) it can be seen that the value of error disphY  
will be determined by the value  . For example, at 
  = 0.1 phU  the order of the error disphY  is 
0.1 phY  at the true value 
dis
phY  = 0. 
At the unbalanced load with asymmetric voltage we 
have: 
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    
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 (19) 
where   arg ;   phph Uarg . 
Let us assume that phase voltages values ( АU , 

BU  
и CU ) are approximately symmetrical. Then, with the 
possibility of an arbitrary rotation of the system of vec-
tors, we have: 
 .2401200
2401200
jdis
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jdis
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A
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C
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 (20) 
Assuming that arguments of disturbing parts of con-
ductivities ( disAY , 
dis
BY  and 
dis
CY ) are such that their mul-
tiplication on unit vectors 0je , 120je  and 240je  in a sum 
give a vector disB
dis
B
dis
A YYY  , the error module 
nondis
phY  for the case of unbalanced load can be estimated 
by the following inequality: 
dis
ph
ph
nondis
ph Y
U
Y max 

 ,                  (21) 
where disphY max  is the maximal phase disturbing conduc-
tivity which for the limit case (asymmetric load with star 
connection (Fig.3) set by one shoulder)equals to: 
ph
dis
ph YY 3
2
max  .                        (22) 
So, for   = 0.1 phU  we have 
ph
nondis
ph YY  067,0 . 
Let us consider the error disphY  taking into account 
that the second summand in (19) is nondisphY  (21): 
 nondisphph
ph
dis
ph YYU
Y     .               (23) 
Taking into account (22), the module of the maxi-
mum error value disphY  can be estimated by the following 
inequality: 
ph
ph
dis
ph Y
U
Y
3
5
max  

 .                 (24) 
Quantitatively, at   = 0.1 phU , 
ph
dis
ph YY  17,0max .  
From the carried out analysis of errors nondisphY  and 
dis
phY  it follows that disturbing parts of conductivities of 
balanced and unbalanced generalized load can be deter-
mined with high accuracy. Determination of disturbing 
parts is characterized by significant errors commensurate 
with the exact values of the unknown quantities. 
Conclusions. 
The structure of the equivalent circuit of substitution 
generalized linear loads in three-phase three-wire network 
is determined by three independent units, which corre-
sponds to the connection diagram of elements in a trian-
gle. The exact definition of the equivalent circuit parame-
ters based on the methodology for measuring the quality 
parameters of electric energy is not technically feasible. A 
method for the approximate determination of the parame-
ters of the equivalent circuit of substitution generalized 
linear load based on an approximate determination of the 
phase voltages. Errors calculating nondisturbing parts 
equivalent circuit parameters of generalized linear substi-
tution loads are characterized by small quantities, which 
can be neglected. Errors calculation distorting parts may 
reach values comparable with the exact values.  
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